
Title V Renewal Application Review Pratt Industries (U.S.A), Inc. – Visy Paper, Inc., TV-17435 
 

Printed:  March 13, 2008  Page 1 of 17 

  
 Facility Name: Pratt Industries (U.S.A.), Inc. – Visy Paper, Inc. 

 City: Conyers 
 County: Rockdale County 
 AIRS #: 04-13-247-00037 

 
 Application #:  TV-17435 
 Date Application Received: June 1, 2007 
 Permit No: 2631-247-00037-V-02-0 
 

Program Review Engineers Review Managers 
SSPP Heather Cottrell David M. Matos 
ISMP Jeff Babb DeAnna Oser 
SSCP Deidre Edwards James Eason 
Toxics N/a N/a 

 
 
Introduction 
 
This narrative is being provided to assist the reader in understanding the content of the attached draft Part 70 
operating permit.  Complex issues and unusual items are explained herein simpler terms and/or greater detail 
than is sometimes possible in the actual permit.  This permit is being issued pursuant to: (1) Georgia Air Quality 
Act, O.C.G.A § 12-9-1, et seq. and (2) Georgia Rules for Air Quality Control, Chapter 391-3-1, and (3) Title V 
of the Clean Air Act.  Section 391-3-1-.03(10) of the Georgia Rules for Air Quality Control incorporates 
requirements of Part 70 of Title 40 of the Code of Federal Regulations promulgated pursuant to the Federal 
Clean Air Act.  The primary purpose of this permit is to consolidate and identify existing state and federal air 
requirements applicable to Pratt Industries (U.S.A.), Inc. – Visy Paper, Inc. and to provide practical methods 
for determining compliance with these requirements.  The following narrative is designed to accompany the 
draft permit and is presented in the same general order as the permit.  It initially describes the facility receiving 
the permit, the applicable requirements and their significance, and the methods for determining compliance with 
those applicable requirements.  This narrative is intended as an adjunct for the reviewer and to provide 
information only.  It has no legal standing.  Any revisions made to the permit in response to comments received 
during the public participation and EPA review process will be described in an addendum to this narrative. 
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I. Facility Description 
 

A. Facility Identification 
 

1. Facility Name:  Visy Paper, Inc. 
 
2. Parent/Holding Company Name 

 
Pratt Industries (U.S.A), Inc. 
 

3. Previous and/or Other Name(s) 
 

Not Applicable. 
 

4. Facility Location 
 

The facility is located at 1800A Sarasota Parkway, Conyers, Georgia 30013, Rockdale County. 
 
5. Attainment, Non-attainment Area Location, or Contributing Area 

 
The facility is located in a non-attainment area for ozone (NOX and VOC) and PM2.5.  The facility 
is located in an attainment area for all other criteria pollutants. 

 
B. Site Determination 

 
Visy Paper, Inc. (AFS No. 247-00037), Jet Corr, Inc. (AFS No. 247-00047), and Jet Corr II, Inc. (AFS No. 
247-00052) are one Part 70 source because they are under common control, located on contiguous and/or 
adjacent property, and have the same 2-digit SIC code. They are owned and managed by Pratt Industries 
(U.S.A.), Inc.  Visy Paper and Jet Corr are in adjacent, internally connected buildings located on the same 
property at 1800 Sarasota Parkway, Conyers, Georgia.  Jet Corr II is located approximately a quarter mile 
from Jet Corr at 1005 Sigman Road NE.  Jet Corr and Jet Corr II both manufacture corrugated paper sheets 
(SIC code 2679) while Visy Paper produces recycled linerboard and medium paperboard (SIC code 2631).  
Visy Paper, Jet Corr, and Jett Corr II are issued separate Title V permits. 

 
C. Existing Permits 

 
Table 1 below lists all current Title V permits, all amendments, 502(b)(10) changes, and off-permit 
changes, issued to the facility, based on a comparative review of form A.6, Current Permits, of the Title V 
application and the "Permit" file(s) on the facility found in the Air Branch office. 

 
Table 1:  List of Current Permits, Amendments, and Off-Permit Changes 
Permit Number and/or 
Off-Permit Change 

Date of Issuance/ 
Effectiveness  

Purpose of Issuance  

2631-247-0037-V-01-0 12/03/2002 Initial Title V permit. 
Off-Permit Change 7/25/2005 Off-permit change for the installation and operation of 

three coating units each with its own section of infrared 
and hot air dryers. 

2631-247-0037-V-01-1 1/24/2007 Amendment for installation and operation of an 
Alternative Fuels Power Island consisting of a bubbling 
fluidized bed gasifier/boiler, air pollution control 
equipment, a turbine generator, and fuel handling 
systems. 
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D. Process Description 
 
  1. SIC Codes(s) 

 
2631 – Paperboard Mills 
 
The SIC Code identified above was assigned by EPD's Air Protection Branch for purposes pursuant to 
the Georgia Air Quality Act and related administrative purposes only and is not intended to be used for 
any other purpose.  Assignment of SIC Codes by EPD's Air Protection Branch for these purposes does 
not prohibit the facility from using this SIC Code or different SIC Codes for other regulatory and non-
regulatory purposes. 
 
Should the reference(s) to SIC Code(s) in any narratives or narrative addendum previously issued for 
the Title V permit for this facility conflict with the revised language herein, the language herein shall 
control; provided, however, language in previously issued narratives that does not expressly reference 
SIC Code(s) shall not be affected. 

 
2. Description of Product(s) 
 

The facility manufactures paperboard from waste paper. 
 
3. Overall Facility Process Description 
 

Visy Paper, Inc. manufactures paperboard from waste paper.  The manufacturing process begins by 
“slushing” the waste paper in hot water to break the waste into fibrous paper stock.  The stock is then 
washed, screened, and separated from impurities.  Next, the stock is treated with conditioners and 
delivered to the head box of the paper machine.  At the head box, the stock is sprayed onto a forming 
fabric, compressed into shape, and then transferred to a felt.  While being conveyed by the felt, the 
stock is dried by heated nips, dyed, and then dried again.  At the end of the process, the finished 
paperboard is removed from the felt, rolled, and cut.  The final product is either sold to the customers 
or distributed to Jet Corr, Inc., located next door.  The facility has one 279.4 MMBtu/hr Nebraska 
boiler serving hot water and steam for the manufacturing process.  The Nebraska boiler is capable of 
firing natural gas and No. 2 fuel oil. 
 
The facility has approval to construct and operate an Alternative Fuels Power Island (AFPI).  The AFPI 
will consist of an alternative fuels bubbling fluidized bed gasifier, various air pollution control 
equipment, a turbine generator, fuel handling systems, and other support equipment.  The gasifier will 
have a nominal heat input rate of 380 MMBtu/hour, and the turbine generator will be able to co-
generate approximately 8 MW of electricity.  For fuel, the facility will use natural gas (startup and 
flame stabilization only), paper sludge, heavy rejects, dry scrap construction wood, tire derived fuel, 
and carpet remnants.  The facility plans to install a bag filter to control PM emissions, a lime or sodium 
bicarbonate addition system to control HCl and SO2 emissions, and a NOX reduction system, most 
likely a selective non-catalytic reduction (SNCR) system or a selective catalytic reduction (SCR) 
system, to control NOX emissions. 

 
4. Overall Process Flow Diagram  
 

The facility provided a process flow diagram in their Title V permit application. 
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E. Regulatory Status 
 
1. PSD/NSR 
 

Visy Paper, Inc. (AFS No. 247-00037), Jet Corr, Inc. (AFS No. 247-00047), and Jet Corr II, Inc. (AFS 
No. 247-00052) comprise one Part 70.  The entire Part 70 site is a major source for purposes of Title V 
and non-attainment area New Source Review (NAA-NSR) applicability because the combined 
potential emissions of NOX and VOC exceed 25 tpy each. 

 
Visy Paper has previously accepted the following limits with regard to PSD/NSR: 
 
• NOX emissions from the original facility are limited to less than 50 tons per year in order to avoid 

NAA-NSR.  Although the combined sources emissions are greater than 50 tons per year, the 
addition of the Jet Corr I and II facilities were not major in and of themselves.  Removal of this 
condition would result in a retroactive NAA-NSR. 

 
• CO and SO2 emissions from the entire Part 70 site are limited to less than 100 tons per year in 

order to avoid PSD review. 
 
• NOX emissions from the entire Part 70 site are limited to less than 100 tons per year in order to 

comply with BACT Best Available Control Technology (BACT) analysis for modifications instead 
of Lowest Achievable Emission Rate (LAER) per Georgia Rule 391-3-1-.03(8)(c)13(iii). 

 
• VOC emissions from the Alternative Fuels Power Island (AFPI) are limited to less than 10.8 tons 

during any consecutive twelve-month period to avoid triggering NAA-NSR. 
 
• NOX emissions form the AFPI are limited to not more than 0.07 pound per MMBtu (30 day rolling 

average) as BACT under NAA-NSR. 
 
• The Nebraska Boiler (source Code: VP01) is limited to an annual capacity factor of 10 percent of 

less for No. 2 fuel oil in order to avoid a PSD review. 
 

2. Title V Major Source Status by Pollutant 
 

Table 2:  Title V Major Source Status 
If emitted, what is the facility’s Title V status for the pollutant? 

Pollutant 
Is the 

Pollutant 
Emitted? Major Source Status Major Source 

Requesting SM Status 
Non-Major Source 

Status 
PM Yes   �  

PM10 Yes   �  
SO2 Yes   �  
VOC Yes �    

NOx Yes �    

CO Yes   �  
TRS No    

H2S No    

Individual HAP Yes   �  
Total HAPs Yes   �  
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3. MACT Standards 
 

The Visy Paper, Jet Corr, and Jet Corr II Part 70 site is subject to a synthetic minor limit for individual 
and total HAP.  Therefore, the site is not subject to any MACT standards. 

 
4. Program Applicability (AIRS Program Codes) 

 

Program Code Applicable 
(y/n) 

Program Code 6 - PSD No 

Program Code 8 – Part 61 NESHAP No 

Program Code 9 - NSPS Yes 

Program Code M – Part 63 NESHAP No 

Program Code V – Title V Yes 

 
Regulatory Analysis 

 
II. Facility Wide Requirements 

 
A. Emission and Operating Caps: 

 
Emission and operating caps specified in Permit No. 2631-247-0037-V-02-0 are discussed in the initial Title V 
permit narrative for this permit.  Please refer to this narrative. 
 
Air Quality Amendment No. 2631-247-0037-V-01-1 
The amendment to the initial Title V allowed for the installation and operation of an Alternative Fuels Power 
Island (AFPI).  The AFPI is expected to startup on or about March 1, 2008.  The unit will consist of a bubbling 
fluidized bed gasifier/boiler, air pollution control equipment, a turbine generator, and fuel handling systems.  
Details concerning this project can be viewed in the PSD/NSR documents for Application No. 16655.  These 
documents are available for review under the “Permits & Title V Applications” menu and “PSD / 112(g) / 
NAA-NSR / PCP Permit” link at http://www.georgiaair.org/airpermit/.  The entire Part 70 site (Visy Paper, Jet 
Corr, and Jet Corr II) accepted several emission caps in order to avoid PSD and NAA NSR reviews and MACT 
applicability during the permitting exercise.  The emission caps have also been included in the permits for the 
Jet Corr and Jet Corr II facilities. 

 
• The Part 70 site accepted an emissions cap of 10 tons of any single HAP and 25 tons of all combined 

HAP per consecutive twelve-month period.  This limit is in place to avoid being subject to the 
requirements of 40 CFR 63 Subpart DDDDD – “National Emission Standards of Hazardous Air 
Pollutants for Industrial-Commercial-Industrial Boilers and Process Heaters” (Boiler MACT) for the 
new AFPI, as well as the existing boilers and heaters.  It should be noted that the Boiler MACT was 
vacated during the processing of the renewal application.  The HAP limit, however, will remain in the 
permit as the rule, in some form, will be proposed at some point in the future. 

 
• The Part 70 site accepted emissions caps of 100 tons per year for CO and SO2.  These limits are in place 

to avoid PSD review. 
 
• The Part 70 site accepted an emissions cap of 100 tons per year for NOX.  This limit was imposed to 

allow the proposed addition of the AFPI to undergo Best Available Control Technology (BACT) analysis 
instead of Lowest Achievable Emission Rate (LAER) analysis per Georgia Rule 391-3-1-.03(8)(c)13(iii). 
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B. Applicable Rules and Regulations 
 
Applicable rules and regulations specified in Permit No. 2631-247-0037-02-0 are discussed in the initial Title V 
permit narrative for this facility.  Please refer to this narrative. 
 

C. Compliance Status 
 
The facility has indicated compliance with all applicable rules and regulations. 
 

D. Operational Flexibility 
 
None applicable. 
 

E. Permit Conditions 
 

Original Condition Renewal 
Condition Number Permit 

Notes 

2.1.1 
2.1.2 
2.1.3 
2.1.4 

2.1.3 
2.1.4 
2.1.5 
2.1.6 

Amend. Emissions caps for the entire Part 70 site were added to the permit through the 
amendment.  See Section II.A of this narrative for a discussion of these limits. 

2.1.5 
2.4.1 
2.4.2 
2.4.3 

2.1.1 
2.4.1 
2.4.2 
2.4.3 

Initial N/a 

-- 2.1.2 Initial 
Amend. 

This condition was deleted in the amendment.  The CO emission limit for the Visy 
Paper facility was replaced by the Part 70 site limit for CO discussed in Section II.A of 
this narrative. 

 
III. Regulated Equipment Requirements 

 
A. Brief Process Description 

 
A brief process description is specified in the narrative for Title V Permit No. 2631-247-0037-V-01-0.  Please 
refer to this narrative.  Also please see Section I.D.3 of this narrative. 
 
Air Quality Amendment No. 2631-247-0037-V-01-1 
The amendment to the initial Title V allowed for the installation and operation of the AFPI, which will become 
the main source of steam and power.  The Nebraska Boiler will remain on site in a back up capacity. 
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B. Equipment List for the Process 
 

Emission Units Specific Limitations/Requirements Air Pollution Control Devices 

ID No. Description Applicable 
Requirements/Standards 

Corresponding Permit 
Conditions ID No. Description 

VP01 Nebraska Boiler 391-3-1-.02(2)(d) 
391-3-1-.02(2)(yy) 
40 CFR 60 Subpart Db 

2.1.1 through 2.1.5, 3.2.4, 
3.2.5, 3.3.1, 3.3.2, 3.3.4, 
3.3.5, 3.4.2, 5.2.1, 5.2.11 
through 5.2.16, 6.1.7, 
6.2.1 through 6.2.8, and 
6.2.15 through 6.2.17* 

None None 

PIC1 
PIC2 

Baghouse 
Lime or Sodium 
Bicarbonate Addition 
System 

PI01 Alternative Fuels Power 
Island (AFPI) 

391-3-1-.02(2)(d) 
391-3-1-.02(2)(g) 
391-3-1-.02(2)(tt) 
391-3-1-.02(2)(yy) 
40 CFR 51.165 
40 CFR 60 Subpart Db 

2.1.1 through 2.1.4, 3.2.1 
through 3.2.3, 3.3.1 
through 3.3.3, 3.4.1, 3.5.1, 
4.2.1 through 4.2.3, 5.2.1 
through 5.2.10, 6.1.7, 
6.2.3 through 6.2.6, 6.2.8 
through 6.2.14* 

PIC3 
PIC4 

NOX Reduction System 
(SNCR or SCR) 

AMU1 
through 
AMU5 

Heaters #1 -#5 391-3-1-.02(2)(d) 2.1.1 through 2.1.5, 3.2.6, 
3.4.3, 6.1.7, 6.2.3 through 
6.2.8, and 6.2.18* 

None None 

VP02 Paper Machine 391-3-1-.02(2)(b) 
391-3-1-.02(2)(e) 
391-3-1-.02(2)(tt) 

2.1.1, 2.4.1, 2.4.2, 2.4.3, 
3.4.4, 3.4.5, 5.2.17, 6.1.7, 
and 6.2.3* 

None None 

GB01 
through 
GB03  

Georgia Box Coating 
Machines #1 - #3 

391-3-1-.02(2)(d) 
391-3-1-.02(2)(e) 

2.1.1 through 2.1.4, 3.2.6, 
3.4.3 through 3.4.5, 6.1.7, 
6.2.3 through 6.2.6, 6.2.8, 
and 6.2.18* 

None None 

VP03 Generic Fuel Burning 
Equipment (with a rated 
heat capacity less than 10 
MMBtu/hr burning only 
natural gas excluding 
AMU1 – AMU5) 

391-3-1-.02(2)(d) 2.1.1 through 2.1.4, 3.2.6, 
3.4.3, 6.1.7, 6.2.3 through 
6.2.8, and 6.2.18* 

None None 

Entire 
Site 

Plantwide Emission 
Limits 

N/a 2.1.1 through 2.1.4, 2.4.1 
through 2.4.3, 5.2.17, 
6.1.7, 6.1.8, and 6.2.3 
through 6.2.8* 

N/a N/a 

 * Generally applicable requirements contained in this permit may also apply to emission units listed above. 
 
C. Equipment & Rule Applicability 

 
Equipment and Rule Applicability specified in Permit No. 2631-247-0037-V-02-0 is discussed in the initial 
Title V permit narrative for this permit.  Please refer to this narrative. 
 
Air Quality Amendment No. 2631-247-0037-V-01-1 
The amendment to the initial Title V allowed for the installation and operation of the AFPI.  The AFPI is 
subject to the following rules and regulations: 
 

· 40 CFR 52.21 – Prevention of Significant Deterioration:  The facility has accepted site wide limits for 
CO and SO2 to avoid review under PSD. 

 
· 40 CFR 51.165 – Permit Requirements for Reviews of New Sources and Modifications:  The AFPI 

project triggered a NAA-NSR review for NOX emissions and a BACT limit of 0.07 lb/MMBtu on a 30-
day rolling average was established. 
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· 40 CFR 60 Subpart Db – Standards of Performance for Industrial-Commercial-Institutional Steam 
Generating Units:  SO2 emissions are limited to 0.20 lb/MMBtu and PM emissions are limited to 0.03 
lb/MMBtu.  The opacity is limited to 20 percent opacity, except for one 6-minute period of hour of not 
more than 27 percent.  The NOX emissions are limited to 0.20 lb/MMBtu, however this NOX limit is 
subsumed by a BACT limit of 0.07 lb/MMBtu on a 30-day rolling average. 

 
· Georgia Rule 391-3-1-.02(2)(d) – Fuel-Burning Equipment: PM emissions are limited to 0.10 

lb/MMBtu heat input, which is subsumed by the PM limit of 40 CFR 60 Subpart Db.  The opacity limit 
of 20 percent opacity, except for one 6-minute period per hour of not more than 27 percent, is the same 
as the 40 CFR 60 Subpart Db standard.  NOX emissions are limited to 0.2 lb/MMBtu while firing 
natural gas, however, this limit is subsumed by a BACT limit of 0.07 lb/MMBtu on a 30-day rolling 
average. 

 
· Georgia Rule 391-3-1-.02(2)(g) – Sulfur Dioxide:  The sulfur content of the fuel is limited to 3 percent, 

by weight, at all times that the sulfur dioxide abatement system is not operating. 
 
· Georgia Rule 391-3-1-.02(2)(tt) – VOC Emissions from Major Sources:  Reasonably Available Control 

Technology (RACT) for VOC emissions from the AFPI was determined to be utilization of good 
combustion control techniques and an emissions limit of 10.8 tons of VOC per any consecutive twelve-
month period. 

 
· Georgia Rule 391-3-1-.02(2)(yy) – Emissions of NOX from Major Sources:  The facility conducted a 

BACT analysis for NOX, which is more stringent than a RACT analysis.  The BACT analysis resulted 
in a NOX limit of 0.07 lb/MMBtu heat input on a 30-day rolling average. 

 
Renewal Permit 
The initial Title V indicated that the facility was subject to 40 CFR 60 Subpart Kb – “Standards of Performance 
for Volatile Organic Liquid Storage Vessels (Including Petroleum Liquid Storage Vessels) for Which 
Construction, Reconstruction, or Modification Commenced After July 23, 1984” for the operation of the No. 2 
fuel oil tanks (ID Nos. TK1 and TK2).  The subpart has since been amended to exempt certain tanks based on 
storage capacity and the vapor pressure of the liquid.  The vapor pressure of No. 2 fuel oil is low enough such 
that these tanks are now exempt.  The tanks have been removed from the equipment list in Part 3.0 of the 
permit. 
 
The facility was issued approval for the installation and operation of three Georgia Box Coating Machines 
through an off-permit change.  Each machines consists of an infrared dryer (1.75 MMBtu/hr) and a hot air dryer 
(2.201, 1.58, or 1.52 MMBtu/hr).  The units emit pollutants from the combustion of natural gas and small 
amounts of VOC and HAP from coating usage.  The units are subject to the following rules and regulations:   

 
· Georgia Rule 391-3-1-.02(2)(b) – Visible Emissions:  The opacity of emissions from any source is 

limits to less than 40 percent.  This limit is subsumed by a more stringent limit under Georgia Rule (d). 
 

· Georgia Rule 391-3-1-.02(2)(d) – Fuel-Burning Equipment: PM emissions are limited to 0.50 
lb/MMBtu heat input.  The opacity of emissions is limited to 20 percent opacity, except for one 6-
minute period per hour of not more than 27 percent.  Violation of this rule is unlikely because the units 
burn only natural gas. 

 
· Georgia Rule 391-3-1-.02(2)(e) – Particulate Emission from Manufacturing Processes:  PM emissions 

from the coating process are limited according to the equations in the rule and the input rate to the 
process in tons per hour.  Violation of this rule is unlikely due to the nature of the coating process. 
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· Georgia Rule 391-3-1-.02(2)(g) – Sulfur Dioxide:  The sulfur content of the fuel is limited to 2.5 
percent, by weight.  This condition is subsumed by a condition that requires the facility to burn only 
natural gas in the associated dryers. 

 
· Georgia Rule 391-3-1-.03(2)(c) – Operating (SIP) Permit:  The dryers on the machines are permitted to 

burn only natural gas. 
 

The facility operates a number of generic fuel burning units in addition to AMU1 through AMU5.  Although 
the units are small and may be operated sporadically, they still contribute to facility-wide emissions.  The units 
have been designated as Equipment Group VP03 as the number and sizes of the units may vary.  The units are 
subject to the same rules and regulations specified above for the Georgia Box Machine burners.  Violation of 
limits is not likely as the units burn only natural gas. 
 

D. Compliance Status 
 

The facility has indicated compliance with all applicable rules and regulations. 
 
E. Operational Flexibility 

 
None applicable. 
 

F. Permit Conditions 
 

The following table lists the conditions that appear in Part 3.0 of the renewal permit.  Many conditions have 
been carried over from the previous permit and amendment and some conditions have been modified.  Citations 
and the formatting of conditions have been updated as needed.  Information concerning conditions from the 
initial permit is discussed in the narrative for Air Quality Permit No. 2631-247-0037-V-01-0. 
 

Original Condition Renewal 
Condition Number Permit 

Notes 

3.2.1 3.2.7 Amend. 
The condition was added to the permit through the amendment to require the facility 
to acquire external emission reduction credits to be used as offsets for the increase in 
NOX emissions from the AFPI. 

3.2.2 3.2.4 Amend. 
The condition was added to the permit through the amendment to limit the emissions 
of VOC from the AFPI.  The limit was established to avoid NAA-NSR for VOC from 
the project and to comply with VOC RACT under Georgia Rule (tt). 

3.2.3 3.2.5 Amend. The condition was added to the permit through the amendment to limit the emissions 
of NOX from the AFPI.  The limit was established as BACT under NAA-NSR. 

3.2.4 3.2.6 Amend. 
The condition was added to the permit through the amendment to limit the emissions 
of NOX from the Nebraska Boiler after the commissioning of the AFPI.  The limit 
generates internal NOX offsets needed to for AFPI. 

3.2.5 3.2.2 Initial N/a 

3.2.6 3.2.3 Initial 
The condition has been modified for the renewal to include reference to the Georgia 
Box Coating Machines installed through an off-permit change and the generic fuel 
burning equipment. 

3.3.1 3.3.2 Amend. The condition was added to the permit through the amendment to incorporate NSPS 
general provisions for the Nebraska Boiler and the AFPI. 

3.3.1 Initial 

3.3.2 
3.3.3 Amend. 

A condition in the initial Title V required the facility to comply with 40 CFR 60 
Subpart Db for the Nebraska Boiler.  A condition was added to the permit through the 
amendment to require the facility to comply with the same subpart for the AFPI.  The 
conditions have been combined into a single condition for the renewal permit. 

3.3.3 
3.3.4 
3.3.5 
3.3.6 

Amend. 
Conditions were added to the permit through the amendment to limit emissions of PM 
and SO2 and to limit opacity from the AFPI.  The conditions have been combined into 
a single condition for the renewal permit. 

3.3.4 3.3.1 Initial N/a 
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Original Condition Renewal 
Condition Number Permit 

Notes 

3.3.5 3.2.1 Initial 
The condition has been moved from Part 3.2 to Part 3.3 of permit for the renewal.  The 
primary applicability for the fuel sulfur limit is 40 CFR 60 Subpart Db, which is a 
federal regulation rather than a PSD/PSD Avoidance condition. 

3.4.1 3.4.5 Amend. 
The condition was added to the permit through the amendment to limit the sulfur 
content of fuel burned in the AFPI during periods that the sulfur dioxide abatement 
equipment is not in operation per Georgia Rule (g). 

3.4.2 3.4.3 Initial N/a 

3.4.3 3.4.2 Initial 
The condition has been modified for the renewal to include reference to the Georgia 
Box Coating Machines installed through an off-permit change and the generic fuel 
burning equipment. 

3.4.4 3.4.1 Initial N/a 

3.4.5 3.4.4 Initial 
The condition has been modified for the renewal to include reference to the Georgia 
Box Coating Machines installed through an off-permit change and the generic fuel 
burning equipment. 

3.5.1 3.5.1 Amend. 
The condition was added to the permit through the amendment to include a best 
management practice condition for the baghouse on the AFPI.  The practice is 
designed to avoid interruptions in the control efficiency of the baghouse. 

 
IV. Testing Requirements (with Associated Record Keeping and Reporting) 

 
A. General Testing Requirements 

 
The permit includes a requirement that the Permittee conduct performance testing on any specified emission 
unit when directed by the Division.  Additionally, a written notification of any performance test(s) is required 
30 days [or sixty (60) days for tests required by 40 CFR Part 63] prior to the date of the test(s) and a test plan is 
required to be submitted with the test notification.  Test methods and procedures for determining compliance 
with applicable emission limitations are listed and test results are required to be submitted to the Division 
within 60 days of completion of the testing. 

 
B. Specific Testing Requirements 

 
1. Individual Equipment 
 

Permit No. 2631-247-0037-V-01-0 contained several testing conditions for the Nebraska Boiler.  These 
conditions, however, are actually monitoring conditions because they discuss how the facility should 
determine compliance with the applicable rules and regulations using CEMS data.  This language has 
been moved to the monitoring section of the renewal permit. 
 
Air Quality Amendment No. 2631-247-0037-V-01-1 
The amendment to the initial Title V allowed for the installation and operation of the AFPI.  The 
amendment required the facility to conduct initial and annual performance tests for PM and a test for 
HCl from the AFPI.  The testing condition for the amendment also contained several conditions that 
referred to the use of CEMS for the unit.  These conditions have been moved to the monitoring section 
of the renewal permit. 
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The following table lists the conditions that appear in Part 4.0 of the renewal permit.  Many conditions 
have been carried over from the amendment and some conditions have been modified.  Citations and 
the formatting of conditions have been updated as needed. 

 
Original Condition Renewal 

Condition Number Permit 
Notes 

4.2.1 4.2.3 Amend. 

The condition was added to the permit through the amendment to require an 
initial performance test for the AFPI to demonstrate compliance with the PM 
provisions of 40 CFR 60 Subpart Db.  The condition has been modified for 
the renewal to require the testing within 120 days of the commissioning of 
the AFPI rather than within 120 days of the issuance of the amendment. 

4.2.2 4.2.4 Amend. 
The condition was added to the permit through the amendment to require 
ongoing performance tests for the AFPI to demonstrate compliance with the 
PM provisions of 40 CFR 60 Subpart Db. 

4.2.3 4.2.8 Amend. 
The condition was added to the permit through the amendment to require the 
facility to test for HCl from the AFPI for the purposes of establishing an 
emission factor. 

 
2. Equipment Groups (all subject to the same test requirements):   

 
None applicable.  
 

V. Monitoring Requirements  
 

A. General Monitoring Requirements 
 

Condition 5.1.1 requires that all continuous monitoring systems required by the Division be operated 
continuously except during monitoring system breakdowns and repairs.  Monitoring system response during 
quality assurance activities is required to be measured and recorded.  Maintenance or repair is required to be 
conducted in an expeditious manner. 
 

B. Specific Monitoring Requirements 
 

1. Individual Equipment:  
 
Monitoring requirements specified in Permit No. 2631-247-0037-V-02-0 are discussed in the initial 
Title V permit narrative for this permit.  Please refer to this narrative. 
 
Air Quality Amendment No. 2631-247-0037-V-01-1 
The amendment to the initial Title V allowed for the installation and operation of the AFPI.  The 
amendment requires the facility to install and operate CEMS and COMS for the AFPI.  The 
amendment also requires the use of fuel meters, a meter on the lime/sodium carbonate feed system, and 
the use of visual emissions checks for the AFPI baghouse. 
 
Renewal Permit 
During the renewal process, it was noted that the amendment did not require the facility to monitor 
pressure drop for the AFPI baghouse.  The amendment also required the facility to conduct “visual 
inspections” of the baghouse but did not discuss specific requirements.  The facility has since 
stated that the baghouse will be operated with a bag leak detection system in lieu of frequent 
pressure drop monitoring.  The renewal permit includes monitoring and excursion requirements 
for the leak detection system.  The renewal permit also includes preventative maintenance plan 
requirements, which clarifies what kind of inspections should take place and the frequency of 
those inspections. 
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The following table lists the conditions that appear in Part 5.0 of the renewal permit.  Many conditions 
have been carried over from the previous permit and amendment and some conditions have been 
modified or added.  Citations and the formatting of conditions have been updated as needed.  
Information concerning conditions from the initial permit is discussed in the narrative for Air Quality 
Permit No. 2631-247-0037-V-01-0. 
 
 

Original Condition Renewal 
Condition Number Permit 

Notes 

5.2.1.a 
5.2.6.a 
5.2.6.b 
5.2.6.d 

Amend. 
Conditions were added to the permit through the amendment to require the 
facility to install and operate NOX, CO, and SO2 CEMS for the AFPI.  The 
conditions have been combined into a single paragraph for the renewal permit. 

5.2.1.b 5.2.6.c Amend. A condition was added to the permit through the amendment to require the 
facility to install and operate a COMS for the AFPI. 

5.2.1.c -- -- 

The facility has indicated that it plans to install a bag leak detection system of 
some type on the AFPI Baghouse in lieu of pressure drop measurements.  The 
condition has been added to the renewal permit to require the facility to monitor 
the system on a continuous basis. 

5.2.1.d 5.2.1.a 
5.2.1.b Initial The conditions have been combined into a single condition for the renewal 

permit. 
5.2.1.e 5.2.1.c Initial N/a 

5.2.2.a 5.2.8.a Amend. 

The condition was added to the permit through the amendment to require the 
facility to monitor fuel usage and the sulfur dioxide abatement system for the 
AFPI.  The monitoring is necessary to determine compliance with the VOC 
RACT limit and provides data relating to SO2 and HCl control. 

5.2.3 
5.2.4 
5.2.5 
5.2.6 
5.2.7 

4.2.5 
4.2.6 
4.2.7 
5.2.7 
5.2.9 

Amend. 

The conditions were added to the permit through the amendment to describe 
how the facility must use the CO, NOX, and SO2 CEMS data for determinig 
compliance with the applicable limits.  The conditions that were previously 
found in Part 4.0 of the permit have been moved to Part 5.0 of the permit 
because they are better classified as monitoring conditions rather than testing 
conditions. 

5.2.8 5.2.10 Amend. 

The condition was added to the permit through the amendment to require visual 
inspections of the AFPI baghouse.  The condition was expanded for the renewal 
to require the standard baghouse preventative maintenance plan that is required 
for most baghouses operated at Title V sites.  The preventative maintenance 
plan, in conjunction with the COMS and annual performance testing, is used to 
demonstrate compliance with PM limits and confirm that the facility is using 
good air pollution practices for minimizing emissions. 

5.2.9 
5.2.10 

5.2.11 
5.2.12 Amend. 

The conditions were added to the permit through the amendment to include the 
CAM provisions (40 CFR 64) for NOX emissions from the AFPI.  The CAM 
Plan describes where the NOX CEMS will be located, how data will be recorded 
and used, and what actions the facility will take to ensure data accuracy and 
quality. 

5.2.11 
5.2.12 

5.2.4 
5.2.3 Initial N/a 

5.2.13 
5.2.14 

4.2.1 
4.2.2 

Initial 
Initial 

The conditions that were previously found in Part 4.0 of the permit have been 
moved to Part 5.0 of the permit because they are better classified as monitoring 
conditions rather than testing conditions. 

5.2.15 
5.2.16 

5.2.2 
5.2.5 

Initial N/a 

5.2.17 6.2.8 Initial The condition has been moved from Part 6.0 to Part 5.0 of the permit because 
inspections are considered monitoring. 

-- 5.3.1 Initial This condition is no longer a part of the Title V permit template.  All record 
keeping and reporting requirements are found in Part 6.0 of the permit. 

 
2. Equipment Groups (all subject to the same monitoring requirements):  

 
None applicable. 
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C. Compliance Assurance Monitoring (CAM) 
 
There were no CAM requirements in the initial Title V permit.  The facility was only required to submit a CAM 
Plan with the renewal application or in the event of a significant modification. 
 
Air Quality Amendment No. 2631-247-0037-V-01-1 
The amendment to the initial Title V allowed for the installation and operation of the AFPI.  The facility 
submitted a CAM Plan for NOX emissions from the APFI.  The AFPI is a pollutant specific emission unit 
(PSEU) per Part 64 because the unit  (1) is subject to an emission standard for which there is a Part 64 control 
device (NOX and a SNCR or SCR system) and (2) the pre-controlled potential emission rate is greater than 100 
tpy. 
 
The frequency of data collection under Part 64 depends on whether the controlled potential to emit exceeds 100 
tons per year (i.e., whether the pseu is a large pseu). Based on the Part 70 site wide NOX limit, the controlled 
emissions from the unit do not exceed 100 tons per year; therefore the facility is required to collect data only 
once per day.  However, the facility uses a CEMS to determine compliance and collects four or more data 
values equally spaced over each hour. The data is then used to calculate emissions over the applicable 
averaging period.  The CEMS therefore meets the requirements of CAM. 
 

Potential Emissions (tpy) Emission Unit Control Device Pollutant 
Uncontrolled1 Controlled2 

Large 
PSEU? 

AFPI SCR/SNCR NOX 433 <100 No 
1Uncontrolled potential emissions per AFPI Application No. 16655. 
2 Per the Part 70 site limit.  Actual emissions are limited based on actual emissions from other NOX sources. 
 
The facility is not subject to CAM for the PM and SO2 limits for the AFPI because NSPS limits proposed after 
November 15, 1990 are exempt. 

 
VI. Record Keeping and Reporting Requirements 

 
A. General Record Keeping and Reporting Requirements 

 
The Permit contains general requirements for the maintenance of all records for a period of five years following 
the date of entry and requires the prompt reporting of all information related to deviations from the applicable 
requirements.  Records, including identification of any excess emissions, exceedances, or excursions from the 
applicable monitoring triggers, the cause of such occurrence, and the corrective action taken, are required to be 
kept by the Permittee and reporting is required on a semiannual basis. 
 

B. Specific Record Keeping and Reporting Requirements 
 

Monitoring requirements specified in Permit No. 2631-247-0037-V-02-0 are discussed in the initial Title V 
permit narrative for this permit.  Please refer to this narrative. 
 
Air Quality Amendment No. 2631-247-0037-V-01-1 
The amendment to the initial Title V allowed for the installation and operation of the AFPI.  The amendment 
required the facility to report deviations pertaining to the limits established for the AFPI and to collect data and 
calculate 12-month emission totals for NOX, CO, SO2, VOC, and HAP. 
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The following table lists the conditions that appear in Part 6.0 of the renewal permit.  Many conditions have 
been carried over from the previous permit and amendment and some conditions have been modified or added.  
Citations and the formatting of conditions have been updated as needed.  Information concerning conditions 
from the initial permit is discussed in the narrative for Air Quality Permit No. 2631-247-0037-V-01-0. 
 

Original Condition Renewal 
Condition Number Permit 

Notes 

6.1.7.a(i) 
6.1.7.a(ii) 
6.1.7.a(iii) 

6.1.7.a(iv) 
6.1.7.a(v) 
6.1.7.a(iii) 

Amend. 
Conditions were added to the permit through the amendment to describe the excess 
emission reporting requirements for NOX and SO2 emissions and opacity from the 
AFPI. 

6.1.7.a(iv) -- -- 

A condition has been added to the permit for the renewal that describes the excess 
emission reporting requirement for opacity from the Nebraska Boiler when it is 
monitored with a COMS.  It appears that this requirement was inadvertently omitted 
from the initial Title V. 

6.1.7.a(v) 
6.1.7.a(vi) 

6.1.7.a(i) 
6.1.7.a(ii) Initial N/a 

6.1.7.b(i) 6.1.7.b(ii) Initial 
Amend. The condition was repeated in the amendment. 

6.1.7.b(ii) 
6.1.7.b(iii) 
6.1.7.b(iv) 
6.1.7.b(v) 

6.1.7.b(v) 
6.1.7.b(vii) 
6.1.7.b(viii) 
6.1.7.b(ix) 

Amend. 
The conditions were added to the permit through the amendment to describe the 
exceedance provisions for the Part 70 site emission limits for HAP, NOX, SO2, and 
CO. 

6.1.7.b(vi) 6.1.7.b(vi) Amend. The condition was added to the permit through the amendment to describe the 
exceedance provisions for VOC emissions from the AFPI. 

6.1.7.b(vii) -- -- 

The condition has been added to the permit for the renewal and describes as an 
exceedance any time that the fuel sulfur limit for the AFPI is exceeded when the 
sulfur dioxide abatement system is not in operation.  This reporting is necessary to 
determine compliance with Georgia Rule (g). 

6.1.7.b(viii) -- -- 
The condition has been added to the renewal permit to include an exceedance 
condition for the operation of the bag leak detection system that will be installed on 
the AFPI Baghouse. 

6.1.7.b(ix) 6.1.7.b(i) Initial 

The condition has been modified for the renewal to include a reference to natural 
gas for the Nebraska Boiler.  The original condition implied that it is only an 
exceedance if the oil burned in the boiler does not meet the sulfur limit.  However, 
it is also an exceedance if the facility burns a fuel other than natural gas or sulfur 
compliant oil. 

6.1.7.b(x) 6.1.7.b(iv) Initial N/a 

6.1.7.b(xi) 6.1.7.b(x) Amend. 

The condition was added to the permit through the amendment to describe the 
exceedance provisions for NOX emissions from the Nebraska Boiler following the 
commissioning of the AFPI.  The reporting provides reasonable assurance that 
emission credits were properly generated for the project. 

6.1.7.b(xii) -- -- 

The condition has been added to the permit through the renewal to describe as an 
exceedance the use of any fuel other than natural gas for the heaters.  The condition 
has been placed in the permit for completeness purposes.  The condition also 
includes reference to the Georgia Box Coating Machines that were installed through 
an off-permit change and the generic fuel burning equipment. 

6.1.7.c(i) 6.1.7.c(i) Initial N/a 

6.1.7.c(ii) 6.1.7.c(iii) Amend. 

The condition was added to the permit through the amendment to describe as an 
excursion any failure to maintain replacement baghouse bags for the AFPI.  The 
reporting is necessary to demonstrate that PM emissions are minimized in the case 
of bag breaks or malfunctions. 

6.1.7.c(iii) -- -- 

The condition has been added to the permit through the renewal to describe as an 
excursion any failure to conduct inspections per the preventative maintenance 
program.  The reporting is necessary to demonstrate that malfunctions or adverse 
conditions are promptly repaired. 

6.1.7.c(iv) 6.1.7.c(ii) Initial N/a 

6.1.8 -- -- 
The condition has been added to the permit through the renewal.  It is a new 
template condition for all facilities located in the 13 county severe ozone non-
attainment area and allows the Division to track actual emissions from each source. 
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Original Condition Renewal 
Condition Number Permit 

Notes 

6.2.1 6.2.1 Initial 
The condition has been modified for the renewal to specify that No. 2 fuel oil 
burned at the facility should have a sulfur content of no more than 0.5 percent, by 
weight. 

6.2.2 6.2.2 Initial N/a 

6.2.3 6.2.10 Amend. 

The condition was added to the permit through the amendment and requires the 
facility to conduct the necessary recordkeeping and calculations to determine HAP 
from the Part 70 site on a twelve-month basis.  The requirements provide reasonable 
assurance that the facility is in compliance with the synthetic minor HAP limits.  
The condition has been modified for the renewal for clarification purposes to make 
reference to HAP that may originate from the combustion of fuels. 

6.2.4 
6.2.5 

6.2.3 
6.2.4 

Initial 
Amend. 

The conditions were modified through the amendment to include provisions for the 
AFPI in the daily NOX, and CO calculations for the facility.  The daily calculations 
are necessary to demonstrated compliance with the twelve-month limits in the 
permit.  The conditions were modified for the renewal to include reference to 
emissions from the Georgia Box Coating Machines installed through an off-permit 
change and the generic fuel burning equipment. 

6.2.6 6.2.11 Amend. 

The condition was added to the permit through the amendment to include provisions 
for the calculation of daily SO2 emissions from the facility.  The daily calculations 
are necessary to demonstrated compliance with the twelve-month SO2 limit that was 
added to the permit to avoid PSD.  The condition was modified for the renewal to 
include reference to emissions from the Georgia Box Coating Machines installed 
through an off-permit change and the generic fuel burning equipment. 

6.2.7 -- -- 

The condition has been added to the permit through the renewal to require the 
facility to conduct calculations specific to the NOX limit for the Visy site (Nebraska 
Boiler and five Heaters).  The original permit and amendment did require daily 
NOX calculations for these sources, but it did not specifically state that they should 
be consolidated to determine compliance with the 50 tpy NSR avoidance condition. 

6.2.5 Initial 
Amend. 

6.2.8 

6.2.12 Amend. 

The initial Title V permit required the facility to use daily NOX and CO data to 
calculate monthly mass emissions for the facility.  The condition was modified in 
the amendment to specify the calculations for the entire Part 70 site and to require 
reporting for months in which emissions exceeded 1/12th of the permit limit.  Also, 
a condition was added to the permit through the amendment to require the facility to 
make the same calculations and reports for SO2 emissions from the entire Part 70 
site in accordance with the new PSD Avoidance condition.  These two conditions 
have been combined into a single condition for the renewal permit. 

6.2.9 -- -- 
The condition has been added to the permit through the renewal for the operation of 
the AFPI.  Daily fuel records and the calculation of annual capacity factors is a 
requirement of 40 CFR 60 Subpart Db. 

6.2.10 5.3.4 Amend. 

The condition was added to the permit through the amendment to require the facility 
to maintain daily operating records for the AFPI for pollutants monitored by CEMS.  
The records are required by 40 CFR 60 Subpart Db for NOX and SO2.  The records 
are also used to validate the data collected to determine compliance with the Part 70 
site twelve-month limits. 

6.2.11 6.2.13 Amend. 
The condition was added to the permit through the amendment to require the facility 
to conduct calculations for VOC emissions from the AFPI to demonstrate 
compliance with the twelve-month limit. 

6.2.12 6.2.14 Amend. 

The condition was added to the permit through the amendment to require the facility 
to conduct analyses for new fuels to be burned in the AFPI.  The data collected 
during the analyses will help the facility and the EPD determine if emission limits 
will continue to be met. 

6.2.13 -- -- 

The condition has been added to the permit through the renewal.  The condition 
requires the facility to submit a protocol for the operation of the bag leak detection 
system on the AFPI Baghouse.  The facility has not yet determined what type of 
system will be used. 

6.2.14 6.2.16 Amend. The condition was added to the permit through the amendment and requires the 
facility to provide notification of the startup of the AFPI. 

6.2.15 
6.2.16 

6.2.7 
5.3.2 Initial N/a 
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Original Condition Renewal 
Condition Number Permit 

Notes 

6.2.17 6.2.15 Amend. 
The condition was added to the permit through the amendment and requires the 
facility to conduct calculations to demonstrate compliance with the 12-month NOX 
limit for the Nebraska Boiler effective after the commissioning of the AFPI. 

6.2.18 5.3.3 Initial 
The condition was modified for the renewal to include reference to records for the 
Georgia Box Coating Machines installed through an off-permit change and the 
generic fuel burning equipment. 

-- 6.1.7.b(iii) Initial 
Amend. 

The condition was deleted in the amendment because the Visy Paper CO limit was 
replaced with a Part 70 site wide CO limit to avoid PSD. 

-- 6.2.6 Initial 
Amend. 

The condition was deleted in the amendment because calculation and reporting 
requirements for NOX and CO were incorporated into other conditions for the Part 
70 site wide limits. 

-- 6.2.9 Initial 
The condition has not been included in the renewal permit.  No. 2 fuel tanks are no 
longer subject to any requirements under 40 CFR Subpart Kb due to an amendment 
to the subpart.  The vapor pressure of the oil is too low to trigger applicability. 

 
VII. Specific Requirements 

 
A. Operational Flexibility 

 
Not Applicable. 
 

B. Alternative Requirements 
 

Not Applicable. 
 

C. Insignificant Activities 
 

Refer to http://airpermit.dnr.state.ga.us/GATV/default.asp for the Online Title V Application. 
 
Refer to the following forms in the Title V permit application: 
· Form D.1 (Insignificant Activities Checklist) 
· Form D.2 (Generic Emissions Groups)  
· Form D.3 (Generic Fuel Burning Equipment) 
· Form D.6 (Insignificant Activities Based on Emission Levels of the Title V permit application) 
 

D. Temporary Sources 
 

Not Applicable. 
 

E. Short-Term Activities 
 

Not Applicable. 
 

F. Compliance Schedule/Progress Reports 
 

Not Applicable. 
 

G. Emissions Trading 
 

Not Applicable. 
 

H. Acid Rain Requirements 
 

Not Applicable. 
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I. Stratospheric Ozone Protection Requirements 
 

Not Applicable. 
 

J. Pollution Prevention 
 

Not Applicable. 
 

K. Specific Conditions 
 

Not Applicable. 
 
VIII. General Provisions 

 
Generic provisions have been included in this permit to address the requirements in 40 CFR Part 70 that apply to all 
Title V sources, and the requirements in Chapter 391-3-1 of the Georgia Rules for Air Quality Control that apply to all 
stationary sources of air pollution. 
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Addendum to Narrative 
 
The public comment period began on December 13, 2007 and ended on January 14, 2008.  Comments were received from 
the facility.  No comments were received from the public or the U.S. EPA. 
 

Facility Comment 
 
Condition 5.2.11 

 
We would like to inform you that in preparation for the gasifier project the two oil tanks associated with the Nebraska 
Boiler (ID No. VP01) have been removed.  The tanks removed were professionally handled to be used for future storage 
of demineralized water for the gasifier project. The demineralized water storage tanks will be located in front of the 
existing boiler room.  
 
With that change, the use of oil in the Nebraska Boiler directly from the onsite oil tanks is non existent.  If unexpected 
conditions require the use of oil to operate the Nebraska Boiler, skid mounted oil tank(s) will be brought onsite for 
emergency use only.  This will only be necessary if there is a curtailment in the natural gas supply while the gasifier is 
unavailable.  Once the gasifier is running and the existing Nebraska Boiler becomes the backup for the gasifier, the 
potential of using oil is minimal. 
 
In this regard we have contacted “Mansfield Oil Company” who is one of the largest local oil suppliers and provides 
services to our facilities as necessary.  According to Mansfield, if required, they could deliver oil to skid mounted oil 
tanks that would be connected to the Nebraska Boiler.  The oil for the skid mounted tanks would be supplied through a 
“Mobile Refueler ”.  The Mobile Refueler has a meter on the discharge line and a measured volume of the oil would be 
delivered to the known volume of the skid mounted oil tank(s). Also please note that if the oil tank(s) were connected to 
the boiler they could also provide the volume of oil consumed. 
 
We therefore request that the requirements for the installation of an oil meter and its calibration as specified in Section 
5.2.11 be deleted.  It is our belief that the Nebraska Boiler will not run on oil once the gasifier is operational and the costs 
of maintaining this meter would be an unnecessary expense.   

 
EPD Response:  After consulting with the Compliance Program, Condition 5.2.11 has been revised to read as 
follows: 
 
The Permittee shall install, calibrate, maintain, and operate a natural gas consumption meter on the Nebraska 
Boiler (ID No. VP01) for measuring and recording the hourly fuel usage (cubic feet per hour for natural gas).  The 
natural gas meter shall be calibrated according to manufacturer's specifications and schedule.  The natural gas 
meter calibration shall be conducted at least once per year.  In the event that fuel oil is burned, a fuel oil meter 
shall be operated for measuring and recording the hourly fuel usage (gallons per hour) for the duration of fuel oil 
use.  The fuel oil meter shall be calibrated according the manufacturer's specifications and at a minimum shall 
have been calibrated within the 12 months prior to use. 
 
This change will allow the facility to avoid the yearly expense of calibrating a meter when the fuel oil tanks have 
been removed from the site.  The condition now specifies that a calibrated meter need only be present during the 
time that fuel oil is burned.  In further discussions with the facility, they stated it is likely that the fuel supplier 
will provide a calibrated meter in conjunction with a small skid mounted tank if oil use is necessary.  The 
language change also accommodates this operating scenario.  The EPD determined that using the volume of the 
tank would not be sufficient because other permit conditions require the facility to know the fuel feed rate on an 
hourly basis. 
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ISMP Yes Yes 

SSCP Yes Yes 

TOXICS N/a N/a 
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